Automatic indoor air quality (IAQ) management plan

Air cleaning plan details @ Connectivity plan details ©

2F

1F

Wall-mounted Supply fan Ventilation Fan Single-split

Outdoor Unit
() (2)

Focused Ventilation and air conditioning

Wall-mounted Supply fan Ventilation fan Single-split
EA EA

A
T OA Balcony
|
Wash | Wash ?

room room
Bedroom #2
Bedroom #1
l —
e DN
9 Hall WC Washroom [H—> EA
Master
: Bedroom
Family area
ﬁ % Balcony
, | I ﬁ |
BR OA 10 O O
|
A
2F
EA
A
IS o
b —
Kitechen Pantry
HH Dining
area Colonnade
Hg Maid
< o UP |_ .
| Bd—+—EA
'Wash Kl | & Wash |
room ‘ room
g ] T .
v v Living Guest
EA EA area Bedroom
Entrance é Ill
71 | [ —
N oA
Parking Porch
T1F




